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ROOM DATA SHEET 
IDENTIFICATION  Date  

Name  Room ID   

Location  

Description/Use/Occupancy 
 
 
 

ARCHITECTURAL  

Floor  
Finish  
Wall Base  

Wall 
Surface 

typical wall  
  
  

Wall 
Protection 

corner guard  
lower wall   
middle wall  

Ceiling  
Opening door   

frame  
operation  

Opening door  
frame  
operation  

Casework 
 

cabinet  
counter  

Casework 
 

cabinet  
counter  

Special Construction 
 
 

Architectural Notes 
 
 
 
 

INTERIOR  

Fixtures/ 
Accessory 

  
  

Furniture 
  
  

Equipment 
  
  

Medical 
Equipment 

  
  

Signage 
  
  

Graphics 
  
  

Artwork 
  
  

Interiors Notes 
 
 
 

08/18/2016

1 Lobby 0 General
Parking Structure 420 Building Support, Public, General 4 Public Area

420-4-10

includes enclosed and open-air lobbies to elevators and stair.

concrete, sealed
none
concrete masonry unit full height paint

none

enclosed
lobby

aluminum swing, pair A/A pr 36"/36"w 84"h
aluminum

Floor level identification, campus information, campus map, visitor hours, no smoking

coordiante with Director of Design



  

 

 
 

This Room Data Sheet describes BJC HealthCare’s minimum expectations for the specific room identified.  This information shall not be considered to be comprehensive.  This information shall not 
supersede applicable codes and regulatory requirements.  Any deviation from the information shall be approved by BJC. 
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Room Name  Room ID   

Location  
 

MECHANICAL   ELECTRICAL PLUMBIN  PLUMBING  

Design 
Conditions 

temp (deg F)  +/-   

Lighting 
Fixture 

fixture 1 type   

Plumbing 
Fixture 

fixture 1  
% Humidity  +/-    fc  +/-     
air change  per hour   CRI  +/-     
pressure    K  +/-   fixture 2  

Exhaust 
percent     note     
type   fixture 2 type     

BAS DDC 
monitoring 

temperature     fc  +/-   fixture 3  
humidity     CRI  +/-     
pressure     K  +/-     
Air change     note   fixture 4  

Mechanical Notes  fixture 3 type     
   fc  +/-     
    CRI  +/-   

Water Piping 

Hot water   
STRUCTURAL   K  +/-   Cold water   
   note   DI water   
  

Power 
110 V outlet    Chilled water   

  220 V outlet    Steam   
      

Gas Piping 

Med air   
  

Low-
Voltage/ 
Comm. 

voice    Med vacuum   
  data    Oxygen   
  Nurse call    Nitrogen   

STRUCTURAL    intercom    Nit. Oxide   

Special 
loading 
conditions 

Floor    Pub address    Nat. gas   
Wall/column    Page    

Fire 
Suppression 

type  
Overhead    TV    head  

Seismic/Vibration    CCTV    notes  
Structural Notes  Electrical Notes  Plumbing Notes 
     
     
     
     
     
     

SYSTEMS      

Security 
Alarm       
Surveillance       

Fire 
Detection 

Smoke       
Heat       

Systems Notes     
     
     
     
     
 

GENERAL NOTES  

 
 
 

1 Lobby 0 General
Parking Structure 420 Building Support, Public, General 4 Public Area

420-4-10
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Accessory 
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Medical 
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Artwork 
  
  

Interiors Notes 
 
 
 

08/18/2016

2 Stair 0 General
Parking Structure 420 Building Support, Public, General 4 Public Area

420-4-20

includes enclosed stair area

concrete, sealed cast iron nosings on stairs
none
concrete masonry unit full height paint

none

enclosed
stair

hollow metal swing, single 36"w 84"h
hollow metal fully welded

Floor level identification

coordiante with Director of Design



  

 

 
 

This Room Data Sheet describes BJC HealthCare’s minimum expectations for the specific room identified.  This information shall not be considered to be comprehensive.  This information shall not 
supersede applicable codes and regulatory requirements.  Any deviation from the information shall be approved by BJC. 
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2 Stair 0 General
Parking Structure 420 Building Support, Public, General 4 Public Area

420-4-20


	420-410 flat
	420-420 flat

